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MODEL-PROTOTYPE CONFORMANCE OF 
SCHARG~; C A P ~ ~ ' C I T T  

C A ~ R Y  DAM, M- 

PURPOSE 

The purpose of this  report  is t o  compare the measured discharge 
capacity of the Canyon F e r r y  Dam radial  gates with that predicted f rom 
its model. 

INTRODUCTION 

Canyon F e r r y  Dam and Powerplant a r e  located on the Missouri 
River about 17 miles eas t  of Helena, Montana. The multipurpose project 
generates power, provides for irrigation and some measure  of flood con- 
t rol .  

The dam is a concrete gravity structure, approximately 1, 000 
feet long a t  the crest ,  with a maximum height of about 225 feet above the 
excavated foundation, Figure 1. The spillway consists of an  overflow sec -  
tion in the central portion of the dam, controlled by four 51 - by 34. 5-foot- 
high radial gates. The spillway c res t  is designed for  a maximum discharge 
of approximately 150,000 cubic feet per second. The top of the radial  gate 
in the seated position is elevation 3800, the maximum high water surface 
for the reservoir .  

Four r ive r  outlets, each 84 inches in diameter, a r e  installed 
through the spillway section of the dam. The outlets a r e  controlled by 
77  -inch regulating gates and a r e  protected by fixed-wheel gates. 

Model studies of the spillway and r ive r  outlets of Canyon F e r r y  
Dam were performed in the Hydraulic Laboratory during the year  1945. 
The results were published in March 1946 in  Hydraulic Laboratory Report 
No. 197, Hydraulic Model Studies of the Spillway and River Outlets of 
Canyon F e r r y  Dam, Missouri River Basin Project,  Montana. During 
the studies a calibration of the uncontrolled spillway was obtained but a 
calibration of the proposed five 51 - by 34. 5-foot radial  gates was not 
completed. The prototype spillway a s  constructed contained four 51 - by 
34.5-foot gates for which capacity curves were predicted f rom a model 





Only one radial gate and equivalent spillway length were cal i -  
l ~ r a t e d  in the second study of Canyon Fer ry .  The type of construction 
used for  the 1:40 scale model is shown in Figure 2A. An approach chan- 
nel (!qua1 t o  the width of the gate directed the water f rom the head box 
to the tes t  section which contained the gate and profile of the spillway, 
Figure 2B. A hook gage with vernier  graduations to 11 1000 of a foot was 
used to measure the head on the gate. Discharges were measured by cali-  
brated Venturi meters .  Gate openings were measured vertically f rom the 
spillway c r e s t  to  gate bottom with an allowance for  the vert ical  distance 
bet~l,rccn the seat  and cres t .  

A~lociel Flow Conditions 

The flow in the model, directed parallel  t o  the tes t  section center 
line f rom the head box, differed f rom the radial  flow pattern of the water 
flowing to a single gate discharging f rom the reservoi r .  This  difference 
of Elow pattern would not be evident in  a compar iso~l  of the model and pro-  
totype gate capacity a t  small  openings but could become apparent a t  la rge  
openings for  the same  accuracy of measurement. Prototype discharges 
scaled from the model would tend to  be  lower than the measured values 
becn~ise  of the model approach channel head loss .  Because of these differ- 
e n c e s  i n  physical setting and flow conditions between the single gate of the 
nlodel. and a single gate o r  multiple gates of the prototype, it was of con- 
s ic i~~rable  interest  t o  compare the model and prototype measurements.  

F E L D  STUDY 

I-':-otutype Measurements 

Seven discharge determinations were made at Canyon F e r r y  Dam 
in tilt-: period June 6 to June 17, 1956, under the direction of the Project  
S111~:rintendent assis ted by the District  Engineer, U. S. Geological Survey. 
Tht: sctting of the gates, r e se rvo i r  elevations and turbine discharge m e a s - .  
ur.crrients were made by project personnel. Total flow in the r ive r  was 
n~cnsul-ed by Survey personnel. 

Gate Ol~enings - 
I I Gate openings were set  by measuring with a s teel  tape, along 

the a r c  of the skin plate of the gate, the length which would give the de- 
s i r e d  vert ical  gate openings. These measurements a r e  believed to be  
accurate t o  within one-sixteenth inch. I '  I /  The a r c  lengths corresponding 
to  the vert ical  r i s e  were established previously by the sketch and formu- 
las and Table 1 in Appendix 1. 

l l l e t t e r  of June 29, 1956 - 



"The reservoir  and tail  water elevations were read on the gages on 
the main control board. These gages a r e  checked frequently and a r e  very 
accurate. I '  1 / - 

A float-operated forebay level indicator, recorder and transmitter 
a r e  located in a chamber in the dam above a 30-inch inside diameter lined 
stilling well. This instrument t ransmits  the forebay water level to an indi- 
cating receiver located on a panel in the control room of the Canyon F e r r y  
Powerplant. - 2/ 

A stilling well, lined with 1 / 4-inch thick steel  pipe, 18 inches out- 
side diameter, is provided in the powerhouse and connected to the tai l  water 
by a l-inch pipe extending downstream from the end of the draft tubes approxi- 
mately 50 feet to its inlet. A float-operated ta i l  water level indicator and 
transmitter a re  located at the top of the 18-inch well and tail  water levels a r e  
t rammit ted  to an indicating receiver mounted in the control room. - 21 

Turbine Discharge 

"The discharge through the turbines was obtained by taking an average 
reading of generator megawatts and using the table (Enclosure 7) 3 / which has 
been made up from the drawing entitled 'Canyon F e r r y  ~ o w e r p 1 a ~ - - ~ u r b i n e  
Operation Curves--Derived from Gibson Test. Those curves were drawn up 
in  the Reservoir Regulation Branch of your office. Th.e generator indicating 
wattmeters were calibrated against the generator watthour meters ,  which a re  
believed to be accurate within one-half of one percent. Corrected values of 
megawatts were recorded on the original test  data. During the t es t s  the tur-  
bine governor iimit switches were set  to block the wicket gates, thus main- 
taining a constant load on the machines. "1 / - 
River Discharge Measurements - 

I I Current-meter rrieasurements were made from the upstream side of 
the timber bridge below the dam and appreciable turbulence was encountered. 
Velocity surges appear to vary in character and location with the various gate 
settings and considerable care  was taken in defining the mean velocity for each 
sounding. We found through study of vertical velocity curves, a s  well a s  by 
comparison of velocities at 0.2, 0.6 and 0.8 of the depth, that the effect of 
turbulence on the current meter  was compensated, taking the cross-section 
a s  a whole. We believe that while measuring conditions were only fair that 
our resul ts  may be rated good and within probable e r r o r s  of l e s s  than 5 per-  
cent. The discharge measurements a r e  being retained in our files. Copies 
will be furnished, i f  desirzd. " - 4/ 

1 /Let ter  of June 219, 1956. 
- T/ ~ e s i g n e r s '  Operating Instructions, Canyon F e r r y  Dam, Power - 

Plant and Swit.chyard, Bureau of Reclamation, August 1954. 
3 / Appendix 2: 
? f / ~ e t t e r  - of June 25, 1956. 



The discharge capacity of the gates was taken a s  the difference 
between the r iver  discharge and the turbine discharge measurements.  
The resul ts  a r e  contained in Table 1. Since the curves in the Designers' 
Operating Instructions, Figure 3,  correspond to  one gate and spillway 
section, the discharges of Table 1 have been reduced to  the same basis.  
As noted in Column 2, Table 1, discharges were measured for  1 t o  4 gates 
opened. When more  than one gate was open the individual gate discharge 
was determined from the total discharge divided by the number of equally 
opened gates. No attempt was made to  separate the gate capacity accord-  
ing to position on the spillway. 

I 

A comparison of the field measurements and the curve resulting 
f rom the model study is shown in Figure 4. Good agreement resulted for 
gate openings of 10, 6 and 4 feet. To obtain a curve corresponding to  the 
3-foot prototype gate opening,' a fairing was made of the predicted dis- 
charge curves for  various gate openings a t  four different reservoir  eleva- 
tions, Figure 5. This fairing assumed that a ze ro  discharge would occur 
at a zero  gate opening and that interpolation of a 3 -foot opening was valid 
in lieu of model data at  that opening. The resulting curve shows sa t i s -  
factory agreement with the prototype measurements,  Figure 4. 

An inspection of Figure 5 discloses the possibility that the p re -  
dicted 2-foot opening curve might justifiably be moved to  the left. A de- 
crease  in the indicated discharge for  a given reservoir  elevation would 
result .  This decrease would vary between 150 and 190 cubic feet per  
second. A relocation of the curve might be further justified by the agree-  
ment of model and prototype measurements a t  the l a rge r  gate openings. 
Such a shift would result  in  satisfactory accordance of the model and pro-  
totype discharges at  a 2-foot gate opening, Figure 4, Curve a. 

Prototype Flow Conditions 

Flow conditions of the prototype during the capacity t e s t s  a r e  
shown in Figure 6 and 7 .  In Figure 6A, al l  four gates were open 4.2 
feet and the total discharge was approximately 24, 000 cubic feet per  sec-  
ond for a reservoir  elevation of approximately 3,798 feet. The head on 
the center line of the gate opening was approximately 30 feet. Spillway 
flow appears satisfactory with no undue spreading of the flow f rom the 
gate a s  evidenced by the absence of fins along the training wall and piers  
o r  in the flow downstream of the piers.  Energy dissipation in the s t i l l -  
ing basin for the 24, 000 cubic feet per  second discharge also appeaks 
satisfactory, Figure 6B. 

A closer view of the water on the spillway face for  the 4. 2-foot 
gate opening, Figure 7A, shows a se r ra ted  surface with a i r  entrainment 
beginning a t  the gate. The quantity of a i r  entrained does not apprecia.bly in- 
crease  a s  the flow progresses  down the face of the spillway. Air  entrainment 
at  the surface in the main body of the flow appears  to  be reduced for  
la rger  openings. With a 10-foot opening of the Number 2 gate for a discharge 





u. s . DEPARTMENT OF THE INTERIOR 
Geological Survey 

Water Resources  Branch 
Helena, Montana 

CANYON FERRY RESERVOIR 

Radial Gate Discharge T e s t s  
Tota l  Total  

Flow m e a s .  Flow 
*Gate F r o m  M e a s .  Tota l  Net 

Date Open. Pond Number .2, . 6  & F r o m  Penstock P e r  
June Ver t .  Elev.  o f Total  Mean . 8  2 &  .8d  Flow Gate 
1956 (F t )  (F t )  Soundings Area Vel.  (CFS) (CFS) (CFS) (CFS) 

6 # 1 & 2  3797.44 35 ?=3,860 3.58 - 13,800 5,250 4,280 
a t  3 ft t,! 

6 #2 a t  97.50 354/ '  3,880 3 .53  - 13,700 5,250 8,450 
6 ft 

7 All a t  97.87 35 4,250 6.68 - 28,400 5 ,.28 0 5,780 
4 ft 

8 All a t  97.88 35 3,970 4 .23  16,600 16,800 5,240 2,890 
2 ft 

10 #2 a t  97.95 32 3,990 3.73 14,900 14,900 1,150 13,800 
10 f t  

11 # 1  & 2 97.82 34 4,000 3.50 14,000 14,000 5,200 4,400 
at 3 ft  

17 #2 a t  99.01 35  3,770 1 .24  4,690 4,660 1,650 3,010 
2 ft 

*Gates a r e  numbered with # 1  neares t  right bank. 









\ 
Reference Drawing 296-D-86 



APPENDIX 2 



Taken from ~nc io-sure  7, le t ter  June 29 
CANYON FERRY POWERPLANT 

Turbine Discharge - c . f .  s. 

Gross  Head-Feet 

141 142 143 146 147 148 14 9 150 144 145 

250 250 250 250 250 2 50 2 50 250 250 250 
290 290 290 290 290 290 2 90 290 290 290 
350 350 350 350 345 345 34 5 345 345 345 
430 430 430 430 425 425 425 425 425 425 
505 505 500 500 50 0 500 495 495 495 490 
600 595 5 9 5 590 58 5 58 5 58 5 580 580 57 5 
680 675 675 675 670 665 665 660 660 655 
765 760 755 755 750 745 740 740 735 735 

1 8 4 5  840 840 835 830 825 825 820 815 815 
1 930 925 920 915 910 905 900 900 895 890 
1010 1000 1000 990 985 980 975 970 965 960 
1095 1090 1085 1080 1070 1065 1060 1055 1050 1040 
1180 1170 1165 1155 1150 1140 1135 1130 1125 1115 
1260 1250 1245 1235 1230 1225 1215 1210 1205 1200 
1340 1330 1325 1315 1305 1300 1295 1290 1280 1275 
1430 1420 1415 1405 1395 1390 1380 1375 1365 1355 
1515 1505 1495 1490 1475 1470 1460 1455 1445 1435 
1605 1590 1580 1570 1555 1550 1540 1530 1520 1510 
1700 1675 1670 1660 1645 1635 1620 1615 1600 1590 
1810 1790 1770 1760 1740 1725 1710 1695 1680 1670 
1950 1915 1895 1870 1850 1830 1810 1795 1775 1760 
2105 2075 2050 2030 2005 1985 1960 1940 1920 1900 

2155 2130 2105 2085 2060 2040 





A. 1. Typical Spillway Section 
and Radial Gate Pre- 
pared for Installation 

2. Typical Radial Gate and 
Plastic Template of 
Spillway Section Be- 
fore Assembly with . 
Side Walls 

Laborat 

B. Typical Model Installed and Operating 

CANYON FERRY DAM 
ry  Facilities for Model Calibration 












